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PREFACE

The task force bagan deliberations in July, 1984 and submitted its
initial report in April, 1986. The task force included a broad multi-
disciplinary group of experts representing the interest areas of acadenic
and governmental research, product evaluation, development and testing,

_ manufacturer's product registration, and governmental enforcement.

The report was provided for public comments in May, 1986, A reviaw
subcommittee was constituted to prepare a response to the public comments
and to revise the report, as herewith submittad. Additional revision has
been provided in response to review by the Scientific Advisory Panel
(Federal Insecticide, Fungicide, and Rodenticide Act).

Ths reconmendad guide standard and testing protecol was developed to
be useful in a number of ways, not only for governmental but also for
industrial and consumer purposes: , -

- as a basic framework, starting point for the testing and evaluation
of microbiological water purifiers for EPA registration;

- as a gquide to the acceptance of water treatment units for compliance
with Safe Drinking Water Act requiresents where point of use units
may be needed temporarily to treat a contasinated public water
supply or for emargency situations, but not for use in extrems
overseas situations or for the conversion of waste water to micro-
biologically potable wvater;

- as a testing quide to manufacturers wishing to have their units
considered as microbiological water purifiers, whether registared or
not, and for the evaluation of such testing data;

- ai a guide to consumers regarding what they can expect from micro-
biological water purifiers tested according to this standard and
. protocol;

- to assist in the research and development of microbiological treat-
ment units for possible military applications.

I waat to thank the expert members of the task force for their
participstion in this work and particularly the chairmen of three work
groups:

Charles Gerba: Microbiological Challenges
Richard Tobin: Physical, Chemical and Operational Challenges
frank A. Bell, Jr.: Testing Protocol

Stephen A. Schaub, Ph.D.

ChaLrman

U.S. Army Medical Bioengineering
Research and ‘Development lLaboratory
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SECTION 1: GENERAL

1.1 Introduction

The subject of microbiological purification for waters of unknown
microbioclogical quality repeatedly presents itself to & variety of
governmental and non-governmental agencies, consumer groups, manufac-
turers and others. Examples of possible application of such purification
capabilities include: .

- backpackers and campers
- non-standard nilitary requiresents
- floods and other natural disasters A

- foreign travel and stations (however, not for extreme
contamination situations outside of the U.S.)

- contaninated individual scurces, wells and springs
{however, not for the conversion of waste water to
microbiologically potable water)

- motorhomes and trailers

Batch methods of water purification based on chlorine and iodine
disinfection or boiling are well known, but many situations and personal
choice call for the consideration of water treatment egquipment. PFederal
agencies specifically involved in responding to questions and problcls
relating to microbiclogical purifier equipment include:

- Registration Division, Office of Pesticide Programs (OPP),
Environmental Protection Agency (EPA): registration of aicrobiological
purifiers (using chemicals);

Compliance Monitoring Staff, EPA: control of microbiological
purifier device claims (non-registersble products such as ultra-
vio;ot units, ozonators, chlorine generators, others);

UeSls Army Madical Biocengineering Ressarch and Development Lubc-~
ratory (USAMBRDL), U.S. Army Natick Research and Development Center
and other Army and military agencies: research and development “or
possible field applications;

Criteria and Standards Division, Office of Drinking Water (Ow),
EPA: Consideration of point-of-use technology as acceptable technoiogy
under the Prisary Drinking Water Regulations; consumer inforaaticn
and service;

Drinking Water Research, Water Engineering Research Laboratory
(WERL), EPA; responsible for water treataent technoloqgy research;



Microbiology Branch, Health Effects Research Laboratory (HERL),
EPA; respornsible for study of health effects relatad to drinking
water filters. . .

A number of representatives of the above mentioned agencies provided
excellent participation in the task force to develop microbioclogical testing
protocols for vater purifiers. Major participation was also provided by
the following:

- s technical representative from the Water Quality Association;

- a technical representative from the Environmental Health Centar,
Departaent of Health and Welfare of Canada; and

- " an associate professor (microbiclogy) from the University of
Arizona.

1.2 Basic Ptinciglcs

1.2.1 . Definition: As set forth in EPA Enforcesent Strategy and as
supported by a Federal Trade Commission (FTC) decision (FTC v. Sibco
Products Co., Inc., et al., Nov. 22, 1965), a unit, in order to be
called a niczobtolodTElT-¥ator purifier, must remove, xill or inacti-
vate all types of disease-causing sicroorganisas froa the watsr,
including bacteria, viruses and protozoan cysts 30 as to render the
processed water safe for drinking. Thersfore, to qualify, a micro-
biological water purifier must treat or remove all typas of challenge

_organisms to meet specified standards.

1.2.2 General Guide: The standard and protocol will bDe a genaral
quide and, in some cases, say present only the ainisus festures and
framework for testing. While basic features of the standard and
protocol have been tested, it vas not feasible to conduct full-
fledged testing for all possible types of units. Consequently,
protocol users should include pre-testing of their units in a
testing rig, including the sampling techniquea to be used. Where
users of the protocol find good reason to alter or add to the guide
in order to sset specific operaticnal problems, to use an alternate
organiss or laboratory procedure, or to respond to innovative
treataent units without decreasing the level of testing or alteriny
the intent of the protocol, they should feel free to do so. VYor
exasple, the OPP Registration Division might find it necessary to
amend the gquide somswhat for different types of. treataent units.
Another example would be ultraviolet {(U.V.) units, vhich may have
specific requiresents in addition to the guide protocol.

1.2.3 Perforsance-Based: The standard vill be portot-nnco-baaod.
utilizing realistic worst case challenges and teast conditions and
shall result in water quality equivalent to that of a public water
supply meeting the microbiological requiresents and intent of the
National Primary Drinking Water Regulations.



1.2.4 Exceptions: A aicrébiological water purifier must remove, kill
or inactivats all types of pathogenic organisms if claims are made
for any organiszm. However, an exception for limited claims may be
allowed for units removing specific organisms to serve a definable

environmental need (i.e., cyst reduction units which can ba used on
otherwise distnfected and microbiologically safe drinking water,

such as a disinfected but unfiltared surface water containing cysts. -
Such units ars not to be called microbiological water purifiers and
should not be used as sole treatment for an untreated raw water.)

1.2.5 Not to Cover Non-Microbiological Reduction Clains: "The treat-
ment of water to achieve specific chemical removal from water or
other non-microbioclogical claims will not be a part of this standard.
National Sanitation Poundation (NSF) Standards 42 (Aesthetic Effects)
and 53 (Health Effects) provide partial guides for chemical removal
and other claims testing.

1.2.6 Construction and Informational Exclusions: While the standard
reconmends safe, responsible construction of units with non-toxic
materials for optisum operation, all such items and associated cpera-
tional considerations are excluded as being beyond the scops of the
standard. Included in the exclusion are saterials of constuction,
electrical and safety aspects, design and constructioen details,
operational instructions and informatien, and sschanical perforsance
testing.

1.2.7 Ressarch Needs Excluded: The guide standard and protocol must
represent a practical testing prograa and not include research recom-
sendations. Por example, consideration of sutant organisms or
differentiation between injured and dead organisms would be research
items at this time and not appropriate for inclusion in the standard.

1.2.8 Not To Consider Sabotage: Esoteric probless which could be pre-
sented by a variety of hypothetical terrorist {or wartise) situations,
would provide an unnecessary coaplication, and are not appropriate
for inclusion in the standard.

1.2.9 Continuity: The guide standard and protocol will be a living
documsnt, subject to revision and updating with the onset of new
technology and knowledge. It is recossended that the responsible
authorities for reyistration and drinking wvater quality review
potential needs every two to three years and reconvene the task
force upon need Or upon requast froa the vater quality industry, to
review and updats the standard and testing protocol.

1.3 Treatmant Units Coverage

1.3.1 Universe of Possible Treatment Units: A reviev of treataent
units that might be considered as microbiological purifiers discloses
a number of different types covering treatasent principles ranging
fros filtration and chemical disinfection to ultraviolet light
radiation.



1.3.2 Coverage of This Standard: In view of the limited technical
data available and in order to expedite the work of the task force,
the initial coverage is limited, on a priority basis, to three basic
types of microbiological water purifiers or active comp>onents with
their principal means of action as follows:

1.3.2.1 Ceramic Piltraticn Candles or Units (may or may not contain
& cheaical bacteriostatic agent): filtration, and adsorp-
tion, and chemical anti-microbial activity if a chemical is
included. :

1.3.2.2 Halogenated Resins and Units: chemical disinfection and
possibly filtration. ([Note: While not included in this
quide standard, halogen products for disinfection or systems
using halogen addition and fine filtration may be tested
using many of its elements, i.e., test water parametars,
microbiological challenge and reduction requiremants,
analytical techniques and othar pertinent elemsents.)

1.3.2.3 Ultraviolet (UV) Units: UV irradiation with possible
add-on treatasent for adsorption and filtration (not
applicable to UV units for treating potable water from
Public vater supply systeas).

1.3.3 Application of Principles to Other Units: While only three
types of units are covered in this standard, the principles and
approaches outlined should provide an initial guide for the testing
of any of a number of other types of units and/or systess for the
eicrobiological purification of contaminated water.



SECTION 2:. PERFORMANCE REQUIREMENTS

2.1 Microbiological Water Purifier

In order to sake the claim of "microbiclogical water purifier,™ units
pust be tested and demonstrated to meet the microbioclogical reduction
requiresents of Table 1 according to the test procedures described in
Section 3 for the specific type of unit involved.

2.2 Chemical Health Limits

Where silver or some other pesticidal chemical i{is used in a unie,
that chemical concentration in the effluent water sust meet any National
Primary Drinking Water Maximums Contaminant Level (MCL), additional PFederal
guidelines or othervise be demonstrated not to constitute a threat to._
health from consumption or contact where no MCL exists. :

2.3 Stability of Pesticidal Chamical

Where a pesticidal chesical is used in the treatment unit, the
stadility of the chemical for disinfectant effectiveness should be
sufficient for the potential shelf life and the projectad uss life of the
unit based on manufacturer's data. Where stability cannot be assured
from historical data and information, additional tests will be required.

2.4 Performance tinitaﬁions
2.4.1 Effective Lifetinme

The sanufacturer must provide an explicit indication or assurancs
of the unit's effective use lifetime to warn the consumer of potential
diminished treatment capability either through:

. Having the unit terminate discharge of treatsd wvater, or
b. - Sounding an alarm, or

c. Providing simple, explicit instructions for servicing or
replacing uaits within the recommended use life (measurable
in terms of volume throughput, specific time frame or other
appropriats methed).

2.4.2 Limitation on Use of lIodine

EPA policy initially developed in 1973 and reaffirmed in 1982
(memo of March 3, 1982 froa J.A. Cotruvo to G.A. Jones, subject:
*Policy on Iodine Disinfection®) is that iodine disinfection is
acceptable for ghort=term or limited or esergency use but that it is
not recossended for long-term or routine coasunity water supply
application wvhere iodine-containing species amay resain in the drinking
water.



TABLE 1

MICROBIOLOGICAL REDUCTION REQUIREMENTS

Klebsiella terrigena, a common coliform, was selected as the
challenge organism to reprasent the colifora group. Poliovirus I
{LSc) and rotavirus (Wa or SA-11) are common environmental viruses
and show resistance to different treatment processes, thersby pro-
viding good challenges for the virus group. Giardia was selected as
the cyst challenge representative because of its videspread disease
impact and its resistance to chemical disinfection. The use of 4-6
micron particles or beads for testing the occlusion filtration of cysts
has been demonstrated to be an accurate and practical substitute for
the use of live cyst challenges. It is included as an option where
disinfection or other active processes are not involved.

Minisuwm
Influent Required Reduyction-
organism Challenge* log L)
Bacteria:
Xlebsiella terrigena 107/100 =l 3 99.9999
{ATCC=-33257)
virus:
a. Poliovirus ' (LSc) _ t x 107/L
(ATCC-VR-59) and,
4 99,99
b. Rotavirus (Wa or SA=11) 1 x 107/L
(ATCC-VR=899 or VR=-2018)
Cyst (Protozoan): Giardiaeere
a. Giardia muris or 106/L 3 99.9 .
Giardia lamblia
or
b. As an option for units or 107 /L 3 -~ 99,9

components based on occlusien
filtration: particles
or spheres, 4-6 microns

(Testing according to Wational Sanitation Poundation Standard 53 for
cyst reduction wvill be acceptable]

* The influent challenges may constitute greater concentrations than would
be anticipated in source waters, but these are necessary to properily
test, analyze and quantitatively determine the indicated log reductions.

*e Virus types are to be mixed in roughly equal 1 x 107/L concentrations
and a joint 4 log reduction will be acceptable.

t*se1tz ghould be noted that new data and information vith respect to cysts
(i.e., Cryptosporidium or others) may in the future necessitatse a
review of the organism of choice and of the challenge and reduction
requirements.

-7-



SECTION 3. MICROBIOLOGICAL WATER PURIFIER TEST PROCEDURES

3.1 Pucpose

These tests are performed on ceramic filtration candles or units,
halogenated resins and units and ultraviolet (UV) units in order to
substantiate their microbiological removal capabilities over the effective
use life of the purifier as defined in Table ! and, where a pesticidal
chemical is used, to determine that said chemical is not present in the
effluent at excessive lavels {(see Section 3.5.3.4).

3.2 AEEatltus

Three production units of a type are to be tested, simultaneously,
if feasible; otherwise, in a manner as similar to that as possible.

Design of the testing rig must parallel and simulate projected field..
use conditions. For plumbed-in units a guide for design of the test rig
may be taken from "Figqure 1: Test Apparatus-Schematic® (p. A-2 of Standard
Number 53 "Drinking Water Treatment Units -~ Health Effects,” National
Sanitation Poundation}. Otherwise, the test rig must be designed to
simulate field use conditions (worst case) for the unit to be tested.

3.3 Test Waters -- Non-uicrobiolggical Parametears

In addition to the microbiological influent challenges, the variocus
test waters will be constituted with chemical and physical characteristics
as follows:

3.3.1 _ Test Water #1 (General Test Water)

This water is intended for the normal non-stressed {non-challenge)
phase of testing for all units and shall have specific characteristics
which may easily be obtained by the adjustment of many public systen
tap waters, as follows: ’

(a) It lh;il b.lttoc of any chlorine or other disinfectant residual;
(b) pHl -~ 6.5 = 8.5

(c) Total Organic Carben (TOC) 0.1 - 5.0 mg/L;

{d) Turbidity 0.1 - 5 NTU;

{e) Temperature 20°C * 5°C; and

(f) Total Dissolved Solids (TDS) SO ~ S00 mq/L.
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3.3.2

Test Watar ¥#2 (Chgllcngo Test Water/Halogen Disinfection)

™is water is intended for the stressed challenge phase of

testing where units involve halogen disinfectants (halogen resins or
other units) and shall have the following specific characteristica:

(a)}

3.3.4

(b)

(e)
()
(e)

(£)

Free of chlorine or other disinfectant residual;

(1) pH 9.0 ¢ .2, and

{2) for iodine-based units a pH of 5.0 ¢ .2 (current
information indicates that the lovw pH will be the most
severe test for virus reduction by iodine disinfection];

Total Organic Carbon (TOC) not less than 10 mg/L;

Turbidity not less than 30 NTU;

Temperature 4°C x 1°C; and

Total Dissolved Solids (TDS) 1,500 mg/L ¢ 150 mg/L.

Test Water #3 (Challenge Test Hatar{Cazanic Candle or Units
wWith or Without Silver Ingrog&ation)

This water is intended for the stressed challenge phase of test-

ing for the indicated units but not for such units when impregnated
with a halogen disinfectant (for the lattar, use Test Watar #2). It
shall have the following specific characteristics:

{a)

(b}

{c)

(d)

(e)

(£

It shall be free of any chlorine or other disinfectant residual;
p" 9.0 t 02'

Total Organic Carbon (TOC) -~ not less than 10 ug/L;
Turbidity -- not less than 30 NTU:
Temperaturs 4°C + 1°C; and

Total Dissolved Solids (TDS) -- 1,500 mg/L % 150 mg/L.

Test Nater #4 (Challenge Test Water for Ultraviolet Units)
This water is intended for the stressed phase of testing for UV

units and shall have the following specific characteristics:

(a)

{b)

(c)

(d)

Free of chlorine or other disinfectant zesidual;

pH 6.5 - 8.5;
Total Organic Carbon (TQC) =-- not less than 10 mg/L;

Turbidity -- not less than 30 NTU;

-10-



(@) Temperature 4°C ¢ 1°C;
(£) Total Dissolved Solids (TDS) -- 1,500 mg/L £ 150 mg/L;

(g) Celor U.V. absorption (absorption at 254 nm) -- Sufficient para-
hydroxybenzoic acid (PHBH) to be just below the trigger point of
the warning alarm on the U.V. unit. [Note that Section 3.5.1.1.1
provides an alternative of adjusting the U,.V. lamp electronically,
especially when the U.V. lamp is preceded by activated carbon
treatment.)

3.3.5 Test Water #5 (Leaching Test Water for Units Containing Silver
This water is intended for stressed leaching tests of units
containing silver to assure that excess levals of silver will not be
leached into the drinking water. It shall have the following specific
charactaristics:
(a) Free of chlorine or other disinfec:ant'rosidual;
(b} pH -- 5.0 £ 0.2;

{c) Total Organic Carbon (TOC) =-- approximately 1.0 mg/L;

(@) Turbidity =-=- 0.1 = 5 NTU;
(e} Temperaturs -~ 20°C $ 5°C; and
(f£) Total Dissolved Solids (TDS) -- 25 - 100 mg/L.

3.3.6 Reconmerded Materials for Adjusting Test Water Characteristics

(a) pH: inorganic acids or bases (i.e., HCl, NaoOH);
(b) Total Organic Carbon (TOC): humic acids;

(e) Turbidity: A.C. Fine Test Dust (Part No. 1543094)

&

from: A.C. Spark Plug Division
Genaral Motors Corporation
1300 North Dort Highway
Plint, Michigan 48556;

(d) Total Dissolved Solids (TDS): sea salts, Sigma Chemical Co.,
S9883 (St. Louis, MO) or another equivalent source of TDS;

(e) Color U.V. Absorption: p~hydroxybenzoic acid (grade: general
purpose reagent).

-tt-



3.4 Annlxgécnl Methods

3.4.1

expacted.

nicrobiological Methods

Methods in this section are considered “state-of-the-art” at
the time of its preparation and subsequent improvements should be

Methods used for microbiological analyses should be

compatible with and equal to or better than those given below.

3.‘.‘.1

J.4.1.2

Bacterial Tests:

b.

Ce

d.

b.

Co

Chosen Organism: Klebsiella terrigena (ATCC-33257).

Mgthod of Production: The tast organism will be prepared by
overnight growth in nutrient broth or equivalent to obtain
the organisa in the stationary growth phase [Reference:
Asburg, E.D., 1983, Mathods of Testing Sanitizers and .
Bacteriostatic Substances; in Disinfection, Sterilization
and Preservation (Seymour S. Block, ed.), pp. 964-980].
The organism will be collected by centrifugation and
washed three times in phosphate buffersd saline before
use. Alternatively, the organisms may be grown overnight
on nutrient agar slants or equivalent and washed from the
slants with phosphate buffered saline. The suspensions
should be filtered through sterile Whatman Number 2 filter
paper (or equivalent) tc remove any bacterial clumps. New
batches of organisms must be prepared daily for use in
challenge testing.

State of Organism: Organisms in the stationary growth
phase and suspended in phosphate buffered saline will be
used. ,

Assay Techniques: Assay say be by the spread plate, pour
plate or membrane filter technique on nutrieat agar, M.F.C,
or s-Endo sedium (Standard Methods for the Examination of
Water and Wastswvatar, on, . . c
sample dilution will be assayed in triplicate.

‘Virus Tests:

Chosen Organisms: Poliovirus type ! (LSc} (ATCC-VR-59), and
Rotavirus Strain SA=11 (ATCC-VR=-899) or WA (ATCC-VR-2018).

Method of Production: All stocks should be grown by a
method described Dy Smith and Garba (1982, in Methods in
Environmental Virology, PP 15-47) and purified by the
procedure of Sharp, et al. (1973, Appl. Microbiol.,
29:94-101), or similar procedure (Berman and Hoff, 1984,

Appl. Environ. Microbiol., 48:317-323), as these sethods
vill produce largely sonodispersed virion particles.

State of the Organism: Preparation procedure will largely
produce monodispersed particles.



3.4.1.3

d.

Cyst

b.

- Ce

d.

Aasay Techniques: Poliovirus type ! may be grown in the
BGM, MA-104 or other cell line which will support the
growth of this virus. The rotaviruses are best grown in
the MA-104 cell line. Since both viruses can be assayed
on the MA-104 cell line a challenge test may consist of
equal amounts of both viruses as s mixture {(i.e., the
pixture must contain at least 1.0 x 107/mL of sach virus).
Assays may be as plaque forming units (PFU) or as imsuno-
flucrescence foci (IF) (Smith and Gerba, 1982, in Methods
in Environmental Virology, pp. 15-47). Each dilution will
be assayed in triplicate.

Tests:
Chosen Organism:

(1) Giardia lamblia or the related organism, Giardia muris,
may be used as the challenge cyst. -

{2) where filtration is involved, tests with 4-6 micron
spheres or particles have been found to be satisfactory
and may be used as a substitute for tests of occlusion
using live organisms (see Table 1). Sphares or par-
ticles may only be used to evaluate filtration efficacy.
Disinfection efficacy can only be svaluated with the

use of viable Giardia cysts.

Method of Production: Giardia muris may be produced in
laboratory aice and Giardia lamblia may be produced in
Mongolian gerbils; inactivation results based on excystation
measurenents corrslate well with animal infectivity results.

State of the Organisa: Organisms may be separated from
fecal matarial by the procedure described by Sauch (1984,
Appl. Environ. Microbiol., 48:454-455) or by the procedure
described by Binghas, st al. (1979, Exp. Parasitol.,
‘7!2“'2")0 . ’

Assay Techniques: Cysts are first reconcentrated (500 ml.,
ainisum sample size} according to the sethod of Rice, Hoff
and Schaefer (1982, Appl. Environ. Microbiol., 43:250-251).
The excystation aethod described by Schaefer, et al.

(1984, Trans., Royal Soc. of Trop. Med. & HYg. 76:795-800)
shall be used to evaluate Giardia muris cyst viability.

Por Giardia lamblia cysts, the excystation method described
by Bingham and Meyer (1979, Nature, 277:301-302) or Rice
and Schaefer (1981, J. Clin. Microbiol., 14:709-710) shall
be used. Cyst viability may also be deternined by an assay
sethod involving the counting of trophozoites as well as
intact cysts (Bingham, et al., 1979, Exp. Parasitol.,
47:2084-291).

13-



3.4.2

3.5

305"

Chemical and Physical Methods

All physical and chemical analyses shall be conducted in
accordance with procedures in Standard Methods for the Examination
of Water and Wastswater, 16th Edition, American Public Health Associ-

ation, ©or eguivalent.

Test Procedures

b.

Procedure - Plumbed-in Units

(1)

(2)

M

(a

Install three production units of a type as shown in
Figure ! and condition each unit prior to the start of the
test in accordance with the manufacturer's instructions

. with the test water without the addition of the test con-

taminant, Measure the flow rate through each unit. The
unit shall be tested at the maximum system pressurs of
60 psig static and flow rate will not be artificially ~
controlled.

Test waters shall have the defined characteristics contin-
ucusly except for test waters 2, 3 and 4 wvith respect to
turbidity. The background non-sampling turbidity level
will be maintained at 0.1=5 NTU but the turbidity shall be
increased to the challenge level of not less than 30 NTU
in the following sanner:

- in the "on” periocd(s) prior to the sampling "on" period.

= in the sampling "on" period when the sample actually
will be taken. ([Note: at least 10 unit void volumes

of the 30 NTU water shall pass through the unit prior
to actual sampling so as to provide adequats seasoning
and uniforaity befors sample collection.]

Use appropriate techniques of dilution and insure continual
aixing to prepare a challenge solution containing the
bacterial contaminant. Then spike tast wvater continuously
with the influent concentration specified in Table 1.

Use appropriate techniques to prepare concentrated virus

and Giardia suspensions. PFeed these suspensions into the
influent stream so as to achieve the influent concentrations
specified in Table ! in the following manner:

- in the "on” periocd(s) prior to the sampling "on® period.

- in the sampling "on® period when the sample actually
will be taken. [Note: at least 10 unit void volumes of
seeded water shall pass through the unit prior to sam-
pling so as to provide adequate seasoning and uniformity
before sasple collection.]

ald-



¢+ Purge the system of the uncontaminated water with a sufficient
flow of contaminated test water. Start an operating cycle of
10 percent on, 90 percent off with a 15 to 40 minute cycle
(Example: 3 minutes on, 27 minutes off) with the contaminated
test water. This cycle ghall be continued for not mcre than 16
hours per day {(minimum daily rest period of 8 hours). ' The total
program shall extend to 100% of estimated volume capacity for
halogenated resins or units and for 10-1/2 days for ceramic
candles or units and for U.V. units.

d. sampling: Samples of influent and effluent water at the specified
sampling points shall be collected as shown below for the various
units: these are minimum sampling plans which say be increased
in number by the investigator. All sanples shall be collected
in duplicate from the flowing water during the sampling "on®
portion of the cycle and they shall be one "unit void volume®
in quantity (or of appropriate quantity for analysis) and repre-
sent worst case challenge conditions. Effluent samples shall
usually be collected near the middle of the sampling "on® period’
(or the whole volume during one “"on" period) except for sasmples
following the specified "stagnation® periods, for which sampling
shall be conductad on the first water volume out of the unit.
Each sample will be taken in duplicate and shall be retained and
appropriately preserved, if required, for cheamical or microbio-
logical analysis in the event verification is required. (For
units where the volume of a single "on" period is insufficient
for the required analysis, samples from successive "on" pericds
say be accumulated until a sufficient volume has been collectad.)

1(a). Sampling Plan: Halogenated Resins or Units (Non-iodine Based)

Tests

Test Point : Active
(s of Estimated| Test Influent Agent/
Capacity) Nater Background Residual Microbiological
Start . General X X X

258 b 4 X

SOs 4 X
After 48 hours ,

stagnation X X

608 Chal~ X X

758 lenge X X
After 48 hours pH -

stagnation 9.0 * 0.2 b4 X

100% X X i
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1(b).

Sampling Plan:

Iodinated Resins or Units

{ Tests
Test Point Active
(s of Estimated| Test Influent Agent/
Capacity) Water Background Residual Microbidlogical
Start General X X X
25% X X
SOs X X
After 48 hours
stagnation X X
60% Chal- X X
75s lenge X X
After 48 hours pPH ~
stagnation 9.0 * 0.2 X X -
90 Chal- X X
100% lenge X X
Af ter 48 hours PH -
stagnation 5.0 * 0.2 X X

2. Sampling Plan: Ceramic Candles or Units and U.V. Units

Tests
: Test ~ Influent

Test Point water | Background Microbioclogical
Start Gensral X X
Day 3 (middle) X
Day 6 (middle) X
After 48 hours

stagnation p 4
Day 7 (middle) X
Day 8 (near end) Chal- X
After 48 hours lenge

stagnation X
Day 10-1/2 X
[Note: All days are *running days” and exclude stagnation periods.

when the units contain silver, a leaching test shall be conducted as
shown in Section 3.5.1.e and silver residual will be measured at each
microbiological sampling point.])
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e. leaching Tests for Silverized Units: Where the unit contains
silver, additional tests utilizing Test Water #5 will be
conducted as follows:

Tests
Influent .
Test Point Background Silver/Residual
Stare X X
Day 2 X
After 48 hours 1L
gstagnation X

£. Altarnate Sampling Plans:

1. Since some laboratories may find it inconvenient to tast
some units on a 16 hour on/8 hour off cycle, two alternates
are recognized: :

== go to a shorter operational day but lengthen the days
of test proporticnally

-- use up to 20 percent "on"/80 percent “off" for a pro-
portionally shorter operational day

2. Sampling points must be appropriately adjusted in any
alternate sampling plan.

q. Application of Test Waters:

The application of test waters is designed to provide
information on performance under both normal and stressed con-
ditions; it should be the same or equivalent to the following:

Te (a) Halogenatad Resins or Units (Non-iodine based) --
First 508 of test period: Test Water ! (General)
Last S0\ of tast period: Test Watar 2 (Challenge)
(pH - 9.0 & 0.2)
(b) Todinated Resins or Units -~
Pirst 508 of test pctlod: Test Water ! (Ganeral)
Next 25% of test period: Test Watar 2 {Challenge)
(pH ~ 9.0 * 0.2)
Last 25% of test period: Test Water 2 (Challenge)
2. Ceramic Candles or Units ==

_First 6 days of testing: Tust Watar ' (General)
Last 4-1/2 days of testing: Test Water 3 {(Challengs)}
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1,

3. Ultraviolet (U.V.) Units --

First 6 days of testing: Test Water 1 (General)
Last 4-1/2 days of testing: Test Water 4 (Challenge)

Analyses and Monitoring:

1. Microbiological sampling and analysis shall be conducted
of the specified influent and effluent sampling points
during each indicated sampling period.

2. Test Watar Monitoring: The specified parameters of the
various tast waters {(see Section 3.3) will ba measured and

recorded at sach microbiological sampling point; the specified
paraneters will be measured at least once on non-sampling

days when the units are being operated.

3. Background chemical analyses of influent water shall be
conducted at least once at the start of each test pericd to
determine the concentration of the U.S. EPA primary inorganic
contaminants, secondary contaminants and routine water para=
meters, not otherwise covered in the described test waters.

4. In addition, quality assurance testing shall be conducted
for the seed bacteria under environmental conditions on the

first and last days of testing to make sure that there is

no significant change over the test day. Populations will

be measured (for example, as dispersed in the supply tank)

at the beginning and end of the test day to detect possible
incidental effects such as proliferation, die-off, adsorption
to surfaces, etc. Relatively stable bactarial seed popula-
tions are esssential to an acceptable tast program.

S. When a unit contains a halogen or silver, the active agent
residual will be measured in the effluent at sach microbic-
logical test (sampling) peint. :

6. Silver will additionally be measured three times in the
effluent as specified in Section 3,5.1.e.

Neutralization of Disinfection Activity: Immediately after
oollection, each test sample must be treated to neutralize any
residual disinfectant. Por halogen~ and silver-based disinfec-~
tants this may be done by addition of thioglycollate-thiosulfate
neutraligzer solution (Chambers, et al., J. Amer. Water Works
Assoc., 54:208-216, 1962). This solution should be prepared
daily. All results are invalid unless samples are neutralized
immediately upon collection.

Special Provisions for Ceramic Candles or Units:
1. Provisions for slow flow: Ceramic units may bs subject to

clogging and greatly reduced flow over the test period.
An attempt should be made to maintain manufacturer rated
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3.5.2

l.

a.

or claimed flow rates, but even at reduced flows the sampling
program set forth in Section 3.5,1.d.2. shall be maintained.

2. Cleaning of ceramic units: Units should be cleanad according
to manufacturer's directions. Two cleanings should occur
during the period of test (in order to prove the unit's dura-
bility through the cleaning procedure). However, near the
time of microbiological sampling, the units should not be
cleaned until after the sampling. PFurther, no anti-microbial
chemical (for cleaning or sanitizing) may be applied to the
units during the test period unless the manufacturer specifies
the same as part of routine maintenances.

Halogenated units or U.V. units with mechanical filtration pro-
cessas separate from the microbiological disinfection components
shall have the mechanical filtration components replaced or
sarviced when significant flow reduction (clogging) occurs in
accordance with the manufacturer's instructions in order so
maintain the test flow rate., Units with non-removable mechanical
filtration components will be run until flow is below that
considered acceptable for consumer convenience. (If premature
clogging presents a problem, some specialized units may require
a customized test plan.)

Special Provisions for Ultraviolet (U.V.) Units:

'. The units will be adequately challenged by the prescribed
test waters; consequently they will be operated at normal
intensity. tiowever, where the U.V. treatment component is
preceded by activated carbon treatment, the output of the
U.V. lamp shall be adjusted electronically, such as by
reducing the current to the lamp or other appropriate means,
to be just above the alarm point. This option shall be
available for use under other U.V. configurations, at the
choice of the persons responsible for testing, as an alter-
native to the use of the U.V. absorbent, p-hydroxybenzoic
acid.

2. PFeil/safe: Units will provide and will be tested for fail/
safe varnings in the event of water quality changes or
equipment failures which may interfere with its microbio-
logical purification function.

3. Cleaning: Manufacturer's guidance with raspect to cleaning
will be followed.

Procedure: Non-Plumbed Units

General: The basic procedures given in Section 3.5.1 shall be
used with necessary adaptations to allow for the specific design
of the unit. In any event, the testing procedures shall provide
a test challenge equivalent to those for plumbed-in units.
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be. Test conditions and apparatus should be adapted to reflect
proposed or actual use conditions in consultation with the
sanufacturer, including flow rate and number of pecple to be
served per day. In some cases variable flow or other nene-stan-
dard conditions may be necessary to reflect & worst~case tsst.

3.5.3 Acceptance and Records

3.5.3.1 To qualify as a microbiclogical water purifier, three production
units of a type must continuously seet or excesd the reduction
requiresents of Table 1, within allowable measurement tolerances
for not more than ten percent of influent/effluent sample pairs,
defined as follows:

Virus: one order of magnitude
Bacteria: one order of sagnitude
Cysts: one/half order of magnitude

The geometric mean of all aicrobiological reductions sust néet
or axceed the requirements of Table 1.  An example is given as
follows:

- Unit: iodinated resin.

- Number of sample pairs over the completed tast program:
10 per unit -~ 3 units = 230.

- Number of allowable sample pairs where log reduction is
insufficient: 10% of 30 = 3 sample pairs.

- Allowable minisum log reductions in these 3 pairs:

. Bactaria - 5 log
o Virus = 3 log
*  Cyst - 2=1/2 lo09

- Conclusion: If the gecmetric mean of all reductions meets
or sxceeds the requiresents of Table 1, the indicated
insufficient sample pairs will be allowed.

3.5.3.2 - Records: All pertinent procedures and data shall be recorded
in a standard format and retained for possible review until the
report of results has been completely accepted by reviev
authorities, in no cass for less than a year.

3.5.3.3 Scaling up or down: Where 2 sanufacturer has several similar
units using the same basic technology and parallel construction
and operation, it may somstimes be appropriate to allow the
test of one unit to be considered rspresentative of others.
Wwhere any serious doubt exists, all units of various sizes may
require testing. A “rule of three” is suggested as a satter of
judgment. Scaling up to three tises larger or one-third, based
on the size of either the test unit or of its operative slement,
say be allowed. However, for UV units; any size scale-up must
be accompanied by a parallel increase in radiation dose.
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3.5.3.4 Where silver or some other chemical is used in the unig,

concentrations in the effluent water must meet any National
Primary Drinking Water Maximum Contaminant Level (MCL), addi-

tional Federal guidelines, or otherwise not constitute a threat
to health where no MCL exists.
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APPENDIX A

SUMMARY FOR BASIS OF STANDARDS AND TEST WATER PARAMETERS

A. Microbxological Reduction Requirements

1.

2.

Bacteria

Current standards for the microbiological safety of drinking
water are bhased on the presence of coliform bacteria of which
Klebsiella is a member. Members of the genus Klebsiella are
also potential pathogens of man (Viassof, 1977). Klebsiella
terrigena is designated as the test organism since it is commonly
found in surface waters (Izard, et al., 1981).

Experience with the use of coliform bacteria to estimate
the presence of enteric bacterial pathogens in drinking water
as performed over the last 75 yvears indicates a high degree of
reliability. Required tasting of more than one bactsrial
pathogen appears unjustified since viral and Giardia testing
will be required. Enteric viruses and Giardia are known to be
more resistant to common disinfectants than entaric bacterial
pathogens and viruses are more resistant to remcval by trsatments
such as filtration. Thus, any treatment which would give a good
removal of both virus and Giardia pathogens would most likely
reduce entaric bacteria below levels considered infectious
(Jarroll, et al., 1961; Liu, et al., 1971},

The concentration of coliform bacteria in raw sewage 1is

approximately 109/100 ml. Concentrations in polluted stream
watars have been found to exceed 105 per 100 ml (Culp, et al.,
1978, Table 10).

Based on the over 105/100 al concentrations observed in
highly polluted stream water and a target effluent concentration
of less than 1/100 ml, a 6 log reduction is recommended.

.

virus

In the United States concentrations of entaroviruses are
estimated to range from 103-104/1iter in raw sevage (Farrah and
Schaub, 1971), Based on this observation it is estimated that
natural vatars contaminated with rav sewage may contain from
10! to 102 enteric viruses per liter.

There are currently no standards for viruses in drinking
watar in the United States. However, EPA has proposed a non-
enforceable health-based recommended maximum contaminant level
(RMCL) of zero for viruses (EPA, 1985). Several individuals
and organizations have developed gquidelines for the pressence
of viruses in drinking water and various exparts have proposed
standards (WHO, 1979, 1984; Berg, 1971; Melaick, 1976). It has
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3.

genarally been felt that drinking water should be free of
infectious virus since even one virus is potentially infectious
and suggested standards are largely based on technological
limits of our detection methodolegy. Guidelines suggested by
the World Health Organization (1984) and others recommend that
volumes tc be testad be in the order of 100-1,000 liters and
that viruses be absent in these volumes,

Assuzing a target effluent level of less than one virus in
100 liters of water and a concentration of 104 enteric viruses
in 100 liters of sewage-contaminated waters, the water purifier
units should achieve at least 4 logs of virus removal.

The ralative resistance of enteric viruses to different
disinfectants varies greatly among the entaric viruses and even
among members of the same group (i.e., entsroviruses). For
exanple, while £f2 coliphage is one of the most resistant viruses
to inactivation by chlorine it is one of the most susceptible
to inactivation by ozone {(Harakeh and Butler, 1984). Ionic
conditions and pH can also affect the rslative resistance of
different viruses to a disinfectant (Engelbrecht, et al., 1980).
On this basis it is felt that more than one enteric c virus should
be tasted to ensure the efficacy of any disinfection system.
Poliovirus type 1 {(Strain LSc) was chosen as one of the test
viruses because it has been extensively used in disinfection
and environmental studies as representative of the enterovirus
family. It is recognized that it is not the most resistant virus
to inactivation to chlorine, but is still resistant snough to
serve as a useful indicator. Rotavirus is selected as the second
test enteric virus since it represents another group of anteric
viruses in nucleic acid composition and size. It is also a major
cause of viral gastroentaritis and has been documented as a cause
of waterborne gastroenteritis (Gerba, et al., 1985). The human

' rotavirus or the similar Simian rotavirus may be used in the

test procedurs. A net 4-log reduction for a joint challenge of
1 x 107/L sach for poliovirus and rotavirus is recosmended.

Cysts {protogoan)

.

Over eh‘.p.st several years, giardiasis has consistently

" bean one of the most frequently reportsd waterborne diseases

transaitted by drinking vater in the United States (Craun,
1984). EPA has proposed a RMCL of zero for Giardia (EPA, 198S).
Its occurrence has generally been associated with treatment
deficiencies including either inadequate or no filtration.
Giardiasis has not been known to occur from drinking water
produced by well-operated filtration treatment plants.

De Walle, ot al. (1984), in a study of filtration treatment
plant efficiencies, cited percent removals for Giardia in

pilot plant tests as follows:

- rapid filtration with coagulation-sedimentation:
96-6"99.9" .

- direct filtration with coagulation: 95.9-99.9%.
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Prom this research and from the lack of Giardia cases
in systems where adequate filtration exists, a 3-1og (99.9%)
reduction requirement is considered to be conservative and to
provide a comparable level of protection for water purifiers
to a well-operated filtration treatment plant.

Data on environmental levels for cysts in natural waters is
limited because of the difficulties of sampling and analysis. '
Unpublished data indicate very low levels from less than 1/L to
less than 10/L. Here a 3-log reduction would provide an effluent
of less than 1/100 L, comparable to the recommsnded virus
reduction requirsments.

Pither Giardia lamblia or the related organism, Giardia muris,
which is reported to be a satisfactory test orqanism (Hofft,
st al., 1985), may be used as the challenge organism. Tests

vill be conducted with a challenge of 106 organisms per liter
for a 3-log reduction.

wWwhere the tresatment unit or component for cysts is based on
the principle of occlusion filtration alone, tasting for a 3-log
reduction of 4-6 micron particles or spheres (National Sanitation
Foundation Standard 53, as an example) is acceptable. Diffi-
culties in the cyst production and measurement technologies
by lesser-equipped laboratories may require the use of such
alternative tests where applicable.

B. Hicrcbiolggicll Purifier Test Procedures

1. Test Waters

_a. The general test wvater (test vater #1) is designed for tha
norsal, non-stressed phase of testing with characteristics
that may easily be obtained by the adjustment of many public
system tap waters. :

b. Test water #2 is intended for the stressed phass of testing
where units involve halogen disinfectants.

1) Since the disinfection activity of some halogens falls
with & rising pH, it is important to stress test at an
elevated pii. The recommended level of 9.0 2 0.2, while
exceeding the recommended secondary level (Environsental
Protection Agency, 1984) is still within a range sean
in some natural waters (Environmental Protaction Agency,
1976). However, for iodine-based units, a second
stressful condition is provided -- a pH of 5.0 % 0.2
gince current information indicates that the disinfec-
tion activity of iodine falls with a low pH (Mational
Research Council, 1980). While beneath the recoasended
secondary level (Environmental Protection Agency, 1984)
a pH of 5.0 is not unusual in natural waters (Environ-
mental Protection Agency, 1976).
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2)

3)

4)

5)

Organic matter as total organic carbon (TOC) is known
toc interfere with halcgen disinfection. While this

TOC is higher than levels in many natural waters, the
designated concentration of 10 mg/L is cited as typical
in stream waters (Culp/Wesner/Culp, 1978).

High concentrations of turbidity can shield microorganisms
and interfere with disinfection. Whils the reccmmended
level of not less than 30 NTU is in the range of turbid-
ities seen in secondary wastewater effluents, this level
is also found in many surface waters, especially during
periods of heavy rainfall and snow melt (Culp/Wesner/Culp,
1978). -

Studies with Giardia cysts have shown decreasing halogen
disinfection activity with lower teaparatures (Jarroll,
et al., 1980); 4° C, a common low temperature in many
natural waters, is recommended for the stress tast.,

The amount of dissolved solids (TDS) say impact the dis-
infection effectiveness of units that rely on displaceable
or exchange elements by displacement of halogens or resins,
or it may interfere with adsorptive processes. While TDS
levels of 10,000 sg/L are considered unusable for drinking,
pany supplies with over 2,000 mg/L are used for potable
purposes (Environmental Protection Agency, 1984) The
recommended level of 1,500 mg/L represents a realistic
stress challenge.

Test vater #3 is intended for the stressad phase of testing
of ceramic filtration candles or units with or without
silver impregnation.

1)

2)

3)

4)

Since viruses are typically eluted from adsorbing media
at high pHs (Environmsntal Protsctien Agency, 1978) it
may bs concluded that a high pH will provide the most
stressful testing for a ceramic-type unit; consequently,
the high natural water pH of 9.0 is recoemended.

Expert opinion also holds that organic saterial will
interfere with adsorption of viruses. Thus, a high
total organic carbon level of not less than 10 mg/L is
recomaended.

Turbidity msy snhance the entrapment and remcval of
aicroorganisas but it alsc may stimulate *short=-
circuiting” through some units. A turbidity level of
30 NTU will provide stress at time of saspling but the
non-sampling level of 0.1-5 NTU will allow routine
opsration of units.

Expert opinion was that low water tanparatures and
high TDS would most likely interfere with virus reduc-
tion by adsorption; consequently, & 4°C temperature
and 1,500 mg/L TDS are recommended.
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2.

d. Test water #4 is intended for the stressed phase of testing
for ultraviclet (UV) units.

1) In general, high TOC, turbidity and TDS and low temperature
are considered most stressful for UV, and the indicated
challenge levels are the same ag for test water #2,

2} The pH is not critical and may range from 6.5 to 8,.5.

3) 1In order to test the UV units at their most vulnerable
stage of operation, a color challenge {(light absorption
at 254 nm) is to be maintained at a level whare UV
light intensity is just above the unit's low intensity
warning alarm point. However, an alternate to the
absorption challenge is provided through adjusting the
light intensity output of the UV lamp electronically by
reducing current to the lamp, or other appropriate
means, to be just above the alarm point; this approach
would be particularly necessary where the UV lamp is
Preceded by activated carbon treatment.

e. Test water #5 is intended for the stressed leaching tests
of units containing silver. Low pH, TOC, turbidity, and
T0S and higher temperature are felt to be the characteristics
associated with increased leachability. The recommended pH
of 5.0 * ,2, while being bsneath the recommended secondary
range of 6.5-8.5 (Environmental Protection Agency, 1984) is
still found in some natural waters.

Test Procedures

The plan for testing and sampling is designed to reveal unit
performance under both "normal® and "stressed” operating condi-
tions. The stressed phase would utilize a set of water quality
and operating conditions to give the units a realistic worst
case challenge. Testing plans for a specific model might
involve modifications to the recoamended plan; more samples
could be taken and analyzed; acre units could be studied. The
principle of demonstrating adequats performance sven under
Tealistic worst case conditions should be maintained and the
£inal selectsd test procedures should be agreed as between
iavestigators and reviewers or regulators.

While some aspects of the testing procedures have been
utilized in actual experiments, the propossd protocol has not
been verified or utilized for the various units that say be
considered. Consequently, investigators and users of this
protocol may find reasons to alter some aspects through their
practical experience; needed changes should be discussed and
cleared with involved reviewers/resgulators.
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APPENDIX C

RESPONSE BY REVIEW SUBCOMMITTEE* TO PUBLIC COMMENTS ON GUIDE STANDARD AND

A‘

ROTOCOL FOR TESTING MICROBIOLOGICAL WATER PURIFIERS

Recommendation for the use of Giardia lamblia cysts as a replacement
for Giardia muris Cysts as the protozoan cyst test organisms.

Recommendation:

The subcommittee concurs with the recommendation and further endorses
the use of Giardia lamblia as the preferred cyst test for evaluation
of all treatment units and devices. Obviously the use of the proto-
zoan organisms of actual health concern in testing is most desirable.
Anyone finding the Giardia lamblia strain feasible for testing and
cost-effective to work with is encouraged to use same instead of
Giardia muris.

Substitution of 4~-6 micron bead or particle tests as an altarnate
option instead of the Giardia cysts for evaluating devices that rely
strictly on occlusion filtration for microbiological removal: '
Several commenters criticized the use of beads or particles (e.g.,
A.C. fine dust) and recommendsd only use of live Giardia cysts for

performance tests.

Discussion:

The subcommittee recognizes and favors the use of the natural human
parasite, Giardia lamblia, but was not aware of any convincing '
scientific data which would disallow the optional use of testing

with beads or particles for units or devices using only occlusion
filtration to remove microorganisms. Previous development of the

National Sanitation Standard (NSF) 53 (1982) requirement for cyst
reduction (using 4-6 micron particles as cyst models) was based on
engineering and scientific opinion and experimsntal evidence at that

“time. Specifically, Logsdon(') used radiocactive cyst models in the

initial phase of a study of removal efficiencies for diatomaceous

esarth filters; subsequent experiments with Giardia muris cysts con-
firmed the .ftieacy of the diatomaceous earth filters. PFurther studies
by Handricks(2) and DeWalle(3) with Giardia lamblis cysts also showed
comparable reduction efficiencies for diatomacesous sarth filters.

Subsequently confirmatory parallel testing results have been developed
vis-a=vis 4-6 aicron particles as compared to Giardia lamblia cysts.
Specifically, two units listed by NSP for cyst reduction (using 4-6
micron particles){(4) have also been tested and listed for 100%
efficiency reduction (using Giardia lamblia cysts) by Hibler(S);

*S.A. Schaub; F.A. Bell, Jr.; P. Berger; C. Gerba; J. Hoff; P. Regunathan;
and R. Tobin. [Includes additional revision pursuant to Scientific

Advisory Panel review (Federal Insecticide, Fungicide, and Rodenticide Act)|

-31-



(1) Everpure Model (C4-5C
{2) Royal Doulton Model F303.

Again we prefer the use of the human pathogen, Giardia lamblia;
however, no experimental data has been provided regarding the lack
of validity or of failure in previous tests utilizing beads or
particles of 4-6 microns. In most casas the bacterial or viral
challenges to occlusion filters will represent a greater problem in
terms of microbiological reduction requirements than will cysts.
Therefore, without substantiation of deficiencies, the use of 4-6
micron beads or particles is considered to be as feasible as the use
of live cysts for routine performance testing of water filtration
{occlusion) devices. '

Recommaendation:

Recommend retaining the optional use of 4-6 micron particles or
beads for cyst reduction testing in occlusion filtration devices

only.

Refearences:

(1)Logsdon, G.S., et al. Alternative Filtration Mathods for Removal
of Giardia Cysts and Cyst Models, JAWWA, Pebruary, 198t.

(2)Logsdon, G.S., Hendricks, D.W., et al. Control of Giardia Cysts
by Filtration: The Laboratory‘'s Role, presented AWWA Wataer
Quality Technology Conference, December 6, 1983.

{3)DeWalle, st al. Removal of Giardia lamblia Cysts by Drinking
Water Treatment Plants, Grant No. R806127, Report to Drinking
Watsr Research Division, U.S. EPA (ORD/MERL), Cincinnati, Ohio.

(4jNational Sanitation Poundation, 1986, Listing of Drinking Water
Treatnent Units, Standard S3. May 21, 1986.

(5)Hibler, C.P. 1984, An Evaluation of Filters in the Removal of
Giardia lamblia. Water Technology, July, 1984, pp. 14-36.

-

Alternats assay techniques for cyst tests (Jensen): Proposed
alterations in cyst tests include a different method for separating
cysts from fecal material and an assay asethod involving the counting
of trophozoites as well as intact cysts. Both alterations have been
used by Binghaa, et al. (1979, Exp. Parasitol., 47:284-291).

Recommendation:

These alterations appear to be reasonable laboratory procedures,
supported by a peer-reviewed article and will be included in the
Report as options for possible development and use by interested
laboratories.
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D. The use of pour plate technigques as an option for Klebsiella terrigena
bactaria analyses. ‘

Recommendation:

The pour plate technique adds a heat stress factor to the bacteria
which constitutes a possible deficiency. However, it is a recognized
standard method and probably will not adversely affect the Klebsiella
terrigena. Consequently, it will be added to the Report as one o

the acceptable techniques.

E. Option of using Escherichia coli in lieu of Klebsiella terrigena for
the bacterial tests. ——

Discussion:

Appendix A, Section A.l. of the Guide Standard and Protocol seis forth
the basis for selection of K. terrigena as the test bacteria. The
selection was made along pragmatic lines exnphasizing the occurrence '
of K. terrigena in surface waters and that it would rapresent the
entaric bacteria. It was also pointed out that the tests with virus
and Giardia were expected to be morse severs than the bactsrial tests.
For comprehensiveness, bacterial tests wers included in the protocol
but were not felt to be as crucial as the virus and Giardia teats.

E. coli, or any number of other generally accepted indicator bacteria,
could be used for tha test program if they were shown to have good
testing and survival characteristics (equivalent to K. terrigena) by
the interasted research laboratorye.

Recommendation:

Thée intent of the Guide Standard and Protocol is to provide a base-
line prograa subject to modification when properly supported by an
interested laboratory. Consequently, any laboratory could propose
and with proper support (demonstrating challenge and test equivalency
to K. terrigena) use Escherichia colli or one of the other enteric
bacteria. This idea will be included in revised wording in

Section 1.2.2, “General Guide.*

F. Derformance requiremants for Giardia cysts and virus in relation to
the EPA=Recomsended Maxiaum Contamination Levels (RMCLs) of zero.

Discussion:

The RMCLs of zero for Giardia and viruses which have been praoposed
by EPA are health goals. They ars not enforceable standards since
to assure the presence of "ne organisms® would require an infinite
sanple. The rationale for the recommanded perforaance requiremants
for Giardia cysts and virus is set forth in Sections A.2 and A.3 of
Appendix A. We feel that these requireaents together with the
application of realistic worst case test conditions will provide a
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conservative test for units resulting in treated effluent water
equivalent to that of 'a public water supply meeting the microbio-
logical requirements and intent of the National Primary Drinking
Water Regulations.

Recommendation:

Retain recommanded performancs (log reduction) requirements for cyst
and virus reduction.

G. Rotavirus and its proposed assay: One commenter states that the
rotavirus tests are impractical because Amirtharajah (1986, JAWWA,
78: 3:34=-49) cites "no satisfactory culture procedures available for
analysis of these pathogens and, therefore, monitoring would not be
feasible."

Discussion:

Section 3.4.1.2, "Virus Tests” of the Report, pressents means for
culturing and assaying rotaviruses. The means for doing the rota-
virus tests are available and are practical for application in the

laboratory. Or. Amirtharajah was referring to the field collection,
dentification in the presence of a wide variety of alcroorganisms,

and quantification as not baing “"satisfactory.” Laboratory analysis
of rotaviruses is practical but their field monitoring may not vet
be faasible.

Further, the sslection of both poliovirus and rotavirus as tesat
viruses was a.co-si:atod by the fact that the surface adsorptive
properties and disinfection resistance of the various enteric viruses

have bsen shown to differ significantly by virus group and by strains
of a specific virus. While all enteric viruses and their strains

could not be economically tested, it was determined by the task
force that at least two distinctly different virus types should be
tested to achieve soms ides of the diversity of removal by the
various types of water purifiers. Polio and rota viruses have huwe
distinctly different physical and chemical characteristics repra-~
sentative of the viruses of concern. Polioviruses are small single
stranded RNA vizuses with generally good adsorptive properties to
surfaces and filter media while rotaviruses are over twice as largs,
are double stranded RNA and in some studies have been found to
possess less potential for adsorption onto surfaces or filter media.
These two viruses also have been demonstrated to have somewhat
different disinfection kinetics.

Recommendation:

Retain the rotavirus test requirements.
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H. Definition of microbiological watsr purifier: One general comment
requested redefinition based on “lack of any virus removal® require-
‘ment in the EPA primary drinking water requlations, so that no wvirus
reduction requirement should be included. Also, it was claimed that
the separation -of purifiers from non-purifiers would be a “"disservice
to consumers and other users.”

Digcussion:

Virus are recognized in the EPA regulations vis-a-vis a proposed
recommended maximum contaminant level of zero. Since virus amonitoring
for compliance with a possible MCL is not yet feasible, & treatment
requirement is necessary. Virus control will be considered in the
Safe Drinking Water Act filtration and disinfection treatment regu-
lations. The reduction of viruses by treatment is discussed by
Amirtharajah (1986, JAWWA, 78:3:34-49).

With respect to consumers and other users, we feel that the current
definition is appropriats and necessary. The average consumer
cannot be expected to know the differenca between viruses, bactaria -
and cysts, or when a raw water will or will not contain any of these
organisms. In order to protect the average consumer, the subject
units either alone or with supplementary treaatment, should be able
to cope with all of the specified organisams.

Recommendation:

Retain the current definition for microbiological water purifier.

I. Coverage of units: Several comments ralated to the coverags of
units. These questions are addressed individually as follows:

1. Ultraviolet units that are used for supplemsntal treatment of
water from public water system taps should not be covered. Ve
agree that such units are not covered and parenthetical langquage
has been included in Section 1.3.2.3 to clarify this point.

2. A special status should be given to units which remove Giardia
and bacteria but not virus. Specifically, the meaning of
Section 1.2.4, "Exceptions,” was addressed. The *Exceptions®
section was specifically developed to relate to the problea of
public water systems having disinfection but no filtration on a
surface supply. Cysts alone have been found to survive disin~
fection treatment and could be present in such treated waters.
In this case an effective cyst filter serves an independent,
beneficial purpose and should not be required to be a amicrobio-
logical water purifier. However, such a unit should not be
used as sole treatmant for untreated rav water. AMditional
parenthetical language has been added to Section 1.2.4.

3. The entire treatment unit or system should be tasted, not just

a single component. We agree but believe that it {s sufficiently
clear without providing additional language.
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4. The protocol should be expanded to cover units for the reduction
of TCE, EDB and aother chemical pollutants. We felt that the
introduction of non-microbiological claims to the standard
would make it large, unwieldy and duplicative of an existing
third-party standards and testing program (see Section 1.2.5).

Alleged preference of National Sanitation Foundation (NSF) over other
laboratories for conducting the microbiological water purifier
testing protccol. The comment indicated that ve were giving NSF
preferential treatment “to the detriment of other laboratories well
qualified to perform the required protocel.”

Discussion:

We have made appropriate references to existing standards (#42 and
#53) developed by the NSF astandards development process. Standard 53,
the health effects standard, was developed by a broadly based Drinking
Water Treatmant Units Committee, including representatives froa local,
State and Federal health and environmental agencies, universities,
professional and technical associations, as well as water quality
industry representatives. It was adopted in 1982 and the only test
from it utilized in our Report has been substantiated as deacribed

in Part B of this "Responses.”

Nowhere in our report have we advocated NSF (or any other laboratory)
as the prise or only laboratory for implementing *the required
protocel.*”

Recommendation:

No action needed.

Instruction concerning effective lifetime. One coament described
an alternate means for deteramining lifetime where a ceramic unit is

~ *hbrushed” to renew its utility and is gradually reduced in diameter.

A gaugs is provided to asasure diameter and to detarmine vhen
replacement is needed.

Recommendation:

where a manufacturer provides a satisfactory "other® means of
determining lifetime, this should be accepted. Appropriate words
have been added to Section 2.4.1.C.

Ceramic candles should not be cleaned during testing because some
consumers would not clean them and this would provide the “worst
case test." One comment asserted this point.
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Discussion:

There is some truth to this proposition. Howaver, the other approach
may also have validity. Frequant brushing may reduce filtration
efficiency. In any event, where a manufacturer prascribes filter
cleaning and how to do it, and provides a gauge to determine lifetime,
we feel the testing program is bound to follow the manufacturer's
directions.

Recommendation:

M,

No change needed.

Scaling up or down. One comment points out that c¢ne or more manu-
facturers may vary size of treatment units by increasing or decreasing
the number of operative units rather than the size of the operative
unit. The comment suggests allowing scaling based on size of ~
operative unit.

Recommendation:

We agree with the comment and have added clarifying words to
Section 3.5.3.3.

Turbidity lavel of "not less than 30 NTU" for ceramic candles or
units. One comment states that “"Such levels are izpossible to
utilize in testing mechanical filtration devices which will clog
entirely or require such frequent brushing as to render the test
impossible as a practical matter.”

Discussion:

We recognized the potential "clogging problems® in Section 3.5.1.a(2)
where the 30 NTU water is only to be applied immediately before and
during each sampling event; the non-saapling turbidity level, which
will be applied over 90% of the "on® time, is currently set at not
less than 10 NTU,

Turbidity levels of 30 NTU are commonly found in surface waters
during heavy rainfall or snow melt. Treatment units may be used
under these circumstances, so this challenge level should be retained.
However, most usage will occur under background conditions so the
non-sampling turbidity levels should be 0.1-5 NTU.

Recommendations:

(1) Retain sampling turbidity level of not lass than 30 NTU, and
(2) Change non-sampling turbidity level to 0.1-5 NTU. Appropriate
wording changes have been introduced in Section 3.5.1.a(2) and in
Appendix A, Secticn B.
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O. Chlorine in test watear #5. One comment agserts that chlorine "tends
to {ncrease silver ion leaching activity" and that a high chlorine
level should be included in the silver leaching test; but no reference
or svidence, however, is provided to back this assertion.

Digcussion:
We have no compelling evidence or reason to expect that chlorine will
enhance tha leaching of silver. However, the prescribed low pH and

TDS levels will provide. a clearly severe test for silver leaching.

Recommendation:

No change needed.

P. Unnecessary difficulty and expense of test protocols. Several
comments were made under this general heading. Thess conments are
outlined and discussed as follows:

t. Too many sampling events are required; sampling of a few units
at start, middle and finish should be satisfactory: The
committee has carefully laid out the standard and protocol and
we feel the minimum sampling plan must be maintained for the
consumers ' health protection.

2. Thres units are too many to study; parallel testing of two
units should be satisfactory: For consumer protection, the
Disinfectants Branch, Office of Pesticide Programs, has tradi-
tionally required the testing of three units. The committee
recognizes the additional cost involved in testing a third unit
but feels that this will provide a minimus level of assurance
to prevent infectious disease and recomsends retention of the
3-~unit requiremsnt.

3. The protocol requires large tanks and aicrobiological reseeding
on a daily basis: We feel that the tank size cequirements arce
not extreams and can be met by an interested laboratory. Wwith
respect to reseeding, it should be pointed out that virus and
cyst seeding need only be conducted immediately before and
during the sampling "on" period (see Section 3.5.1.0(2}),
equivalent to less than 10v of the “"on® time. This “"spot*
seeding for viruses and cysts recognized the expense and
difficulty of saintaining large populations of these organisms.
Continuous seeding was provided for bacteria because they are
sasier to grow and maintain and might have the capacity to grow
through soms units, given enough time and opportunity.

4. Challenge levels of contaminants are too high compared to known
environmental conditions and the required log reductions exceed
Safe Drinking Water Act requirements: As explained in a footnote
to Table 1, Section 2, the influent challenges may constitute
greater concentrations than would be anticipated in source
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vaters. These levels are necessary to test properly for the
required log reductions without having to utilize saaple concen-

tration procedures which are time/labor intensive and which may,
on their own, introduce quantitative esrrors to the microbio~-
logical assays. As mentioned in Part I of this paper, the log
reductions for bactaria, virus and Giardia have been suggested
for public water system tresatment in a paper by Amirtharajah
(1986, JAWWA, 78B:3:34-49). The reductions in the microbiological

purifier standard ars entirely compatible with the reductions
cited for public water supply treatment.
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